Green S.PACES Protect Qur Earth

Al Ikhlas Training Academy
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Al Ikhlas Training Academy, 12555 McDougall, Detroit M1, on June 1st, 2016. The
sample results taken in conjunction with this investigation are also presented on
Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Nadir Ahmad
on May 20th, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203
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APPENDIX 1
Laboratory Results and Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilantl, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366811
6/23/12016 — RA A
12555 Mo D@ﬁwm
Customer:  G. 8. Group Source: AL-IKHLAS Training Academy, §-02-CF-01-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State:MI

Date/Time Received:  6/15/2016 15:00
Collectsed by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our fower reporting fimit (LRL)
“NA® Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the faboratory can detect a contaminant.
“DFE" This column indicates the contaminant dilution factor.
Report Notes:
Fedtd# Contaminant Maxhod Stendard  Unils  LRL Level DE Daiefﬂme o Date _ DatefTime

Detected Sampled . Prepped Analyzed

Inorganic Analytes - Metals
1030 lesd 2008 0015 mgl 0001 ND 1 pBADOIE 0705

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, LUd.
Page 1 of 1 356811 Lead Only Date Printed: 6/23/2016 10:15:35 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
{440) 449.2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356812
612312016
Customer:  G. 8. Group Source: AL-IKHLAS Training Academy, S-02-CF-01-F
Monica Starks N .
17800 Woodward Ave #200 Source City: Detroit
De‘fﬂn, Mi 48203 Source State: Ml

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Leve! (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level {(MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant Method Standard  Units LRL level  DF DatefTime Date  DatefTime
- : . Detacted Sampled .~ Prepped  Analyzed
Inorganic Analytes - Metals
1030 tead 0 a008 05 mgl ool NDU 4 enmote ovos 0 emimvie

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356812 Lead Only Date Frinted: 6/23/2016 10:15:35 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356813
612312016
Customer:  G. S. Group Source:  AL-IKHLAS Training Academy, S-02-WC-02-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State:Mi

Date/Time Recelved:  6/15/2016 15:00
Collected by: M. Elters
The results herein conform to TN and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the repori. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detecled’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"NDY This contaminant was not detected at or above our lower reporting fimit (LRL)
"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a conlaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Conlaminant Method Standard Units LRL  Llevel DF DatelTme _Date  Date/Time
‘ o o . ‘ ‘ Detecled . Sampled Prepped Analyzed

Inorganic Analytes - Metals
1030 ised 2 008 00l Umghee0l NB

1 eAR0IE 0705 epipots

These test results may be used for compliance purpose as required.

‘Ana!yst Testis
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Ltd.
Page 1 of 1 356813 Lead Only Date Printed: 6/23/2016 10:15.35 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356814
6/23/2016
Customer:  G. S. Group Source: AL-IKHLAS Training Academy, S-02-WC-02-F
Monica Starks . )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Ml 48203 Source State: M|

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2006 standards, where applicable, unless otherwise narrated in the body of the report, The
unceriainty of the test results are available upon request, All Dates and Times are reported as U.S. Eastern Time.
Legend:
gny I‘Level Detected’ marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
uality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"OF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid # Contaminant - Method Standard . - Units tRL  level DF  Date/Time .~ Date ‘Daten’ ime

Detected Sampled Prepped Anslyzed

Inorganic Analytes - Metals

1030 ftesd 2008 0015 mgL 0004 ND 1 EH4pOIE 0705 0 epipots

These test resuits may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of Nationat Testing Laboratories, Lid.
Page 1 of 1 356814 Lead Only Date Printed: 6/23/2016 10.15:35 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 3566815
6/23/2016
Customer:  G. S. Group Source: AL-IKHLAS Training Academy, S-02-BF-03-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, M 46203 Source State: M

Date/Time Received:  6/15/2016 15:00
Collected by: M. Elters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test results are available upon request. Alf Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
PNAY Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowesl level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant ~ Method  Standard Units  LRL level DF  DatefTime  Date  Datemime

Detecled Sampled ; Pre’ppedk _ Anayzed

Inorganic Analytes - Metals
4030 ieieT s e iR IR TG RN

612016 0705 62172016

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356815 Lead Only Date Printed. 6/23/2015 10:15:35 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356816
612312016
Customer:  G. S. Group Source: AL-IKHLAS Training Academy, S-02-BF-03-F
Monica Starks
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: M

Date/Time Recelived:  6/15/2016 15:00
Collected by: M. Etters
The resulls herein conform to TN! and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk () indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicales the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant Method Standard. Units LR . Level DF - Date/Time . Date . Dale/Time

Detected ‘ Sampied ; . Prepped . Analyzed

norganic Analytes - Metals
1030 Lead : 2008 ;; 3015 ; ngL 40001 : NB jo 6]’3;’2018 3795

These test results may be used for compliance purpose as required.

}Analyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356816 Lead Only Date Printed, 6/23/2016 10:15:36 AM




General Compliance
Laboraﬁ:erses, Ltd Order Number: 2077783

Order Date: ~ 05/20/2016 Y ‘_
Queldy Wit Anclyis Sample Number: (00U
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:
Lab Comments/Special Instructions:
Date Sampled :_‘_Ggm.«’“!w{!m(g*

Time Sample 2 05 Plaass Use Miltary Time. ¢ g 3 00pm = 1500
Check Time Zone: [}'{ST JecstJmsTJpsT

ﬁ%fﬁéj%gﬁw@ AL I&HL/LE) T%g Aﬁgiéﬂt
_PoTE 12555 M, )&uul&p@

&éumher:’ Blgf 207__, 5@&2

tate Forms:

PWS ID# (if applicable): 1&) / i Stata Forms
1

Sample 1D or Source: S g~ (= - O]. ?

Lab Sample lnfcnnaﬁ.on:
Source Typs: [ Spring [ well Munuc;psl [] Surface Date Recelved: JUN 1 § 2m§
D Cther: : R d 'l ———
ime Recsived:
City & State: Q_Qj‘m d’ M1, Received By
(I Different than Abovq} y:
.\% j | [] semple recsipt criterig) chel

Zample Collected B D (] Deviations from accegtabih sample recaipt critena noted

o X on PSA form

nature)

P (Sig
Bample Coliscte od By: }\’f )qu&‘j C#»(,K‘S

{Plaase PrinY)

Form Completed By: HU}“ B—?}E[/S

e o btk %M,uj)l(c] 15 4 Seheol &folf 1,

(vo aLw

IHCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




ational Testing General Compliance

Laheratories, E..td Order Number: 2077783 7
N Order Date: 05/20/2016 356%\

Sample Number: UG R

1-800-458-3330 Product: Lead Only
Sampie Pald: No Payment RMethod:
TSR: EF
Soid To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M! 48203 Payment §:
Check #:
Lab Comments/Special Instructions:
Date Sampled ; W{MW / L é’

Time @ammw:glmzﬁg

Check Time Zone. [JEST [ CST[JMST[]PST

Gﬁﬁfﬁe: A -TH% HLAS Thuiney Aﬂgi@[
12955 M&@ LAg !

W umber: 3)5 ~207- S‘}&'\é

| ' Stato F :
PWS ID# {if applicable): [\j / !& o

Please Use Mililary Time. ¢ g 3.00pm = 1500

Sample 1D or Sourge: §~' 02~ CF N O(“" F
Lab Sample Information;,
Source Type: O Spring [ well Munim’pal [] Surface Date Recelved: ;
[7] Other
Time Recelved:

City & State: K
AL /Q" Yu "T L/ Received By:__, |
{if Differont fhan Above)
. [] Sample recaipt critarih
Sample Collected By "”J\/L/‘\/ ] peviations from ace

gplab sample receipt cntena noted
(ﬁ»gnature) on PSA form.

Sample Collected By: \\/{m %’CV‘S

{Please Print)

Form Completed By: M‘C}M—J %‘{KS

Additiond] Comments: * - =
, ‘ < " \ )8
e e %MW Sty s Dauple #

Flush, a%w

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




ational Testing General Compliance
Labaratmes, Ld. Order Number: 2077783 Sb%\?}
it - Order Date:  05/20/2016 3
Quality Waier Analyiis  Sample Number DR
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #:

Sampled C9z L ;[l‘D

Dinte &

W:zw M...Q{, Please Use Military Time. e.g 3:00pm = 15.00
Check Time Zone: [gfs*r [CJesTCmsTL]PST

@z?aw AL I}/ﬁ «H_}Lﬁ _Tpth A&A‘éﬁtd
12555 Me Yo
21%5-207 - 5%

Oln

o

Had £

Time miple

&

}

hew

shumber:

PWES ID# (if applicable):

Lab Comments/Special Instructions:

City & State:

Bample Col

State Forme:
Lab Sample Information:
Date Received: | /] )JUH 1§ 2016

Sample 1D or Source: S 07~ U)C D2 - \P
(If Dlﬂarém then Abova)
Form Sompleted By: Hl(‘/k'wu

-

R

¢ ¥

Source Type: [ Sprng [7] Well [Q/Mumc:pal [] Suiface
@EM D
{Please Pant)
Pl s
i
iﬁ%‘% T:'md'zw M%LLA CEA Sci\m(

Bang

[7] Gther
ot M,
{Signature)
Sample Collectad By: H
Z, First v |
INFORMATION MAY DELAY ANALYSIS

INCOMPLETE

AND/OR INVALIDATE RESULYS




ational Testing

General Compliance

) L&bomterses, Lt'd Order Number: 2077783
Order Date: 05/20/2016
Quaity Wator sy Somple Namber St
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use OMLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #:

Date Samplsd . CO m_#lé?
’ ‘ — —
Time Sampled 5,,,‘.%‘,,2»1&.«,.@3;—3 Please Use Military Time. 8 g 3.80pm = 15,00

Check Time Zone: [{EST []CST[JMST[]PST

Client Name:
A-c‘ir&

AaL —EX«H' u‘srg Quaw\ A&AJM
1555 Mc &Um
313—20 7- S9bb

O

S5 02-We-02-F
Source Type: [’} Spring [ wel m/Municipal 7] Surface
[ Other:

Phoue

R Number:

PYWE IDE UF applicable)

Sample 1D or Scurce:

City & State: %ﬂi’l T’ N~ {
(If’btﬁerem than Above)
Sample cted ﬁy\-)\,’\/\ /PD
(Signature)
Sampie o Miched EtterS
(Please Print)

Form Completed By: ‘ )

\(’J\tdl t‘}}fﬁir_g

ents

L*

Lab Comments/Special Instructions:

Stats Forms:

Lab Sample lnformation:

Date Recelved:__'] JUN 15 2016

on PSA form.

WS 1S ,3@4,.9‘ le

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE

ESULTS

4




General Compliance

Labaramnes, Ltci Order Number: 2077783
e — Order Date:  05/20/2016 AR
Qualiy Waier Ay Sample Number. Eliélﬂ! IO
1-800-456-3330 Product: Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

65

Time Sampied: ") ; 02
Check Time Zone D‘EST [Jcst

\L-TK
32555‘5 Hc:DDUﬁ

Dste Sampled : (Q / t :‘_Wiég"

Please Use Mittary Time, e g 3.00pm = 15:00
MST[]PST

t Mama:

rz,f’ﬁ

Phone
m%nm

« D15 267 - 5%1;&

Ol

WS 1Dg {if applicable i}

or Source: €4

Bample

ﬁ 627 -03-p

Bouwrce Type: {71 Spring [ well [Q/Municipal ] Surface

[[] Other: ‘
et M {

Chy & S}%?s%&/‘ag
or Diffe(entth nAbove)

cliscted &y\\/ \/ -

Sample C
(Sugnamre)
Semple Collected By: H ()ﬂ&/‘ E‘I]"}-,( ,/S
({Plsase Print)

Form Completed By: ?\'/l [a)\&,‘,/ E’%}T{Vé

Lab Comments/Spesial Instructions:

)

State Forms:

Lab Sample Info
Date Received:

Time Received:

Received By:

7] sample recaipt crits: ed & accaptable.

[T] Deviations from acchptable sample receipt crteria noted
on PSA form.

%Com onts: C& y
m"qém‘% M.DLJ 1 4,

100 (,%& (5 S_&mp‘!{ ,_ié__:i*__

Eiret yme

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




Labmatones, Ltd
iy Order Date:
Qwaluy Water A nalym

1-800-458-3330

Product:

Sample Paid: No

TSR: EF
Sold To:

G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit Mi 48203

Date Sampled w(m@f lmémlmm(?

Ti Loy
Time Sampled: Zﬁj Please Use Miltary Time, e.g 3.00pm = 15.00
Check Time Zone: [L}EST [(1CST[]MST [j PST

{‘;;:ﬁ wame: Al - 1Y H’LA‘ﬁ [ ranin A'&Altu()
12555 HeDnv,ag 1
Mumber: % 3 22)7 ﬂéé

O/

Sample 10 or Source: S—DZ - % Dg

Source Typa: [] Spring [} Well Z( Municipal [J Surface

BWE 0% (If applicable):

7] Gther
= k-
City & State: Wfp/f , i‘/l{:
{If Different than Abovs)
Sample Collected %}S\ ‘
(Stgnature)
Sample Collscted By: M
(Ptease Pnnt)

Mithe| Eeys

Form Complsted By

Addmon Com

Sample Number:

General Compliance
Order Number:

2077783
05/20/2016

b
S

Lead Only
Payment Method:;

For Laboratory Use ONLY

Lab Accounting Information:

Payment §:

Check #:

Lab Comments/Special Instructions:

State Forms:

Lab Sample Inforniation:

Date Recelved JUN 1 b ;016

[T} Sampla recsipt criferia fhecked & accaptable.

[[] Deviations from Acceptable sampie receipt critena noted
on PSA form.

T

TDA« L0 %mx‘)u«i o o Sohee [, e 15

wb L H 3}

: wg}

INCOmMPL

ETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




